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1 | INTRODUCTION
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Abstract

Providing trustworthy and accurate multi-frequency (or harmonic) models for renewable
energy generators (REG) is an ongoing challenge for harmonic studies. There have been
effective attempts to propose and design a test device to validate the harmonic models,
mainly based on shunt current perturbations. However, using additional devices for per-
turbations is costly for converter-based test sites. This paper provides the test specifications
to extend the application of the grid emulators for voltage perturbations and appropriate
harmonic model validation. Besides, the effects of the sequence couplings, initial emissions,
and power set-points on the test results have been overlooked in the literature. Consider-
ing these effects, this paper proposes a generic test methodology to obtain more accurate
models in the sequence domain. The experimental verification of the proposed method-
ology is demonstrated using a 7 MVA grid emulator for testing of a 2 MVA photo-voltaic
converter and a 2 MVA Type 3 wind turbine. This way, the test challenges, specifications,
and recommendations are presented using the MW-scale experiments on different REGs.
Furthermore, the effects of sequence couplings and initial emissions on the calculation
results are investigated and compared. The proposed methodology is applicable for hat-
monic model validation as well as empirical modelling,

industrial efforts on harmonic stability studies and modelling of
power systems [12—15].

Multi-frequency (or harmonic) interaction is an increasing chal-
lenge in converter-dominated power systems, especially in
renewable power generation units. To date, several resonance,
and harmonic amplification issues have been reported from
renewable energy generators (REG), such as wind and photo-
voltaic (PV) generations, as well as transmission systems in the
literature [1-5].

Consequently, frequency-domain and time-domain studies
have been conducted for stability and steady-state analysis of
REGs and power systems concerning harmonics [5—11]. In this
way, the impedance-based modelling and analysis are introduced
and developed for grid-connected power converters to identify
and mitigate the potential harmonic issues [6—11]. Furthermore,
several international standards and technical recommendations
have been issued to harmonise the international academic and

The trustworthiness and accuracy of the provided models
are crucial to achieving correct study results. Ref. [16] intro-
duces a validation approach based on analysing power quality
measurements and providing validation margins for each
harmonic. In [17-25], impedance measurement test topolo-
gies have been proposed using small-signal perturbations via
converter-based devices. A perturbation can be either a voltage
source in series or a current source parallel with the AC grid
[18-23], as illustrated in Figure 1. The perturbation tests are
based on the harmonic linearisation concept [17]. Accordingly,
it is assumed that the presence of one single frequency (or
single-tone) perturbation at the terminal of a device under
test (DUT) would excite the same frequency and all related
couplings in the DUT response [6, 17-19]. Another option
for perturbation is multi-tone, which is a combination of a
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FIGURE 1 Schematic illustration of (a) current and (b) voltage

perturbation test topologies in test sites

group of single-tone perturbations with limited amplitudes
[20]. However, the couplings and interactions among different
frequencies in converters would impose additional uncertainties
on the results of multi-tone perturbations [7-9, 20].

In [18-24], the experimental implementation of current per-
turbation (/.. (f})) using an additional shunt device is explained
and demonstrated, as shown in Figure 1(a). Accordingly, the
series-connected impedance (Z) is used to divert the pertut-
bation current flow towards the DUT [22]. The design aspects
of a test device for the realisation of current perturbations
in low voltage (LV), medium voltage (MV), and high voltage
(HV) levels are explained in [23]. Besides, series voltage pet-
turbation (Ic.(f})) is another method for impedance mea-
surement test, as illustrated in Figure 1(b). However, using an
additional series-connected device is not an efficient approach
since it should be over-designed to withstand the DUT’s nom-
inal current [18]. Providing pure single-tone current or volt-
age perturbations in the MV and HV levels is challenging and
costly [18, 20, 23]. In addition, the effects of the sequence
couplings, initial emissions, and power set-points have been
overlooked in the impedance measurement procedures [18, 20,
21, 23, 24]. The frequency and sequence couplings are most
likely for converter-based systems due to the potential non-
linear control systems and three-phase asymmetry, respectively
[19, 25].

Nowadays, state-of-the-art test benches are established using
back-to-back converters to emulate a flexible and isolated AC
grid for grid code compliance testing of REGs [26, 27]. In
[8, 29-31], it is attempted to utilise the grid emulator system for
voltage perturbations without additional devices. Accordingly,
the voltage perturbation concept (Figure 1(b)) can be realised
only by adjusting the control system of the grid emulators
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[29, 30]. However, to the best of our knowledge, there is no
specification for a reliable test and validation procedure in the
literature. Securing proper test conditions, selecting appropriate
amplitude and frequency range for perturbations, and accurate
model calculations are essential factors for the trustworthiness
of the results.

This paper proposes a practical test methodology along with
technical specifications based on small-signal perturbations in
the sequence domain. Furthermore, the effects of the sequence
couplings and initial emissions on the test results are inves-
tigated. The proposed methodology is applicable for multi-
frequency model validation and empirical modelling of REGs.
In this way, the proposed test methodology is described in Part
2. The potential constraints and technical recommendations for
reliable test results are introduced, and solutions are provided
in Part 3. The experimental verification of the method using
a 7 MVA grid emulator is demonstrated and summarised in
Part 4.

2 | PROPOSED TEST METHODOLOGY
FOR HARMONIC MODEL VALIDATION
AND EMPIRICAL MODELLING

This part illustrates the proposed test methodology for model
validation as well as empirical modelling. The flowchart of the
proposed test methodology is illustrated in Figure 2. Accord-
ingly, the test methodology is described as follows:
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2.1 | Testplan

Schematic diagram of voltage perturbation tests is illustrated
in Figurel(a). e (f;) depicts the voltage perturbation refer-
ence at frequency of ” ;. The response of the device under test
(DUT) is measured at the point of connection (i.e. I, 1,,).
The first spet towards the impedance measurement tests is to
schedule a proper test plan. The test plan includes perturba-
tion amplitude and frequency ranges, power set-points for the
DUT. Furthermore, there could be additional set-points for
the DUT such as rotor speed, protection scheme, number of
involving modules in the test, and switching commands for con-
trol systems and breakers. The perturbations can be performed
through an automatic test schedule and the set-points would be
defined before initiating the tests [29-32].

2.2 | Single-tone perturbations

According to [8] and [19], two different single-tone perturba-
tions are required to determine the DUT model out of the mea-
surement data. Since there could be potential asymmetry and
couplings in the DUT control system, it is recommended to pet-
form one perturbation in the positive sequence and the other
one in the negative sequence separately. In this way, the mea-
sured data from positive sequence test at frequency of “f, =
Ji+ /07 (Vase(pys Lube(p) and negative sequence test at frequency
of “f, = fi—= f07 Vabetw)> Lube(n)) are used for sequence-domain
admittance or impedance calculations at frequency of “ £ [§]
and [19]. f stands for the fundamental frequency of the test
system. Besides, the normal operation condition without any
perturbation (1,(0), Li(0)) should be used to eliminate effects
of the initial harmonic emissions from DUT or grid emulator
on the test results. The initial emissions nay not be important
for harmonic stability and resonance studies, but it is neces-
sary for accurate model validation purposes. This fact has been
neglected in most of the test and validation procedures in the lit-
erature such as [10, 19], and [30]. However, since the harmonic
emissions ate limited and exist only in a few frequencies, the
validation test results would be affected only in a few frequen-
cies. Further investigations are demonstrated in Part 4 of this

papet.

2.3 | Discrete Fourier transform

The discrete Foutier transform (DFT) calculation method for
assessing the DUT harmonic emissions is provided in IEC
61000-4-7 standard [33]. Accordingly, 0.2 s DFT window (10
cycles in 50 Hz systems and 12 cycles in 60 Hz system) can
be used for the harmonic spectrum with 5Hz resolution. How-
ever, this paper recommends using 1 s DFT window for precise
harmonic stability studies obtaining 1 Hz frequency resolution.
Using 1 s DFT window can perform additional averaging on
the DUT response and reduce noise effects on the result too.
Besides, for perturbation frequencies that are not integer mul-

tiples of 5 Hz, it is necessary to have a higher DFT window
to calculate the accurate harmonic spectrum for the injected
perturbation frequencies. Therefore, this paper applies 1 s DFT
window in calculations.

2.4 | Sequence-domain calculation

Admittance or impedance calculations for REGs and convert-
ers have been proposed in DQ-frame (or rotating-frame), af3-
frame (or stationary-frame), and sequence-domain in the litera-
ture [5-12]. Using sequence-domain models facilitate the har-
monic stability studies for networked converters and power
systems [6—8]. This is due to the fact that the sequence-
domain models are not tied to any local reference frame.
Furthermore, different electrical components of a power sys-
tem have equivalent models in the sequence-domain. There-
fore, the sequence-domain models can be easily combined with
the rest of a power system for harmonic stability studies [6—
8]. Positive and negative sequence models include any poten-
tial asymmetry and couplings in the DUT response as well.
Therefore, this paper recommends calculation of the sequence-
domain models using the DFT values from the previous step as
follows:

Vi . az T/;/'

P 1
i 1 2 i
V)= 3 1 «a allV, )
i 1 1 1 V/

0

Where, @ = 1£120". Note that the zero sequence compo-
nent (1)) can be neglected in the case of three-phase three-wire
systems. Similar calculations can be used for currents.

2.5 | Norton model calculation

The grid emulator injects voltage perturbations to the terminal
of DUT. Consequently, the voltage perturbation (I7) is consid-
ered as input, and the current response (/*) is reflected as out-
put of the DUT system. Simplified conventional equations have

been used for admittance calculations in the literature as follows
[8, 10, 19], and [30]:
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Where 17 ! and [;)1 are the positive sequence perturbation
data at frequency of “ £, + /i, and 1/? and I;? are the negative
sequence perturbation data at frequency of “f; — f,” respec-
tively. Note that the negative sequence component has “—2 f,”
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frequency shift from the positive sequence, which is called “mir-
ror frequency coupling (MFC)” [7-10, 19]. In addition, YPZP
and Y}, are self admittances at positive and negative sequences,
and Y’ZP and Y;n are coupling admittances between positive
and negative sequences at “ ;. However, the effects of the
initial emissions and sequence couplings have been neglected
in Equation (2). This section provides more accurate equa-
tions for the admittance calculations considering the couplings
and initial emissions in a test environment. According to IEC
61400-21-3 [14], the multi-frequency model of the DUT at
frequency of “f;” can be regarded as a Norton equivalent as
follows:
B =YV + VR I
©)
1= YLV I
Accordingly, using pure single-tone voltage perturbations for
positive and negative sequences, measured data can be illus-
trated for the /th frequency as follows:

Voo Voo Y% [Bo
Vo Vi Y =50
Vi Vi YUo) \Bw
)
SRR TR SAN R4
Voo Viw [ |= 00

Where (0) suffixes indicate the measurement data at a not-
mal operation without any perturbation. Moreover, (p) suf-
fixes indicate the data for positive sequence perturbation, and
(n) suffixes depict the data for negative sequence perturbation
for each ith frequency. The Equation (4) can be simplified by
subtracting all rows by the normal operation data (0), which
leads to:
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This way, the effects of the initial harmonic emissions on the
calculation results can be eliminated. The emissions in the not-
mal operation could be generated by the DUT or the grid emu-
lator and are neglected in the literature [10, 19], and [30]. Solving
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Equation (5) leads to admittance calculations as follows:
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Where AL AT 0 AT7L | and A2 refer to the
22) n(n) Py n(n) .
changes caused by positive and negative sequence single-tone
voltage perturbations respectively. In addition, AT/?L AT/’

Pl = ()

AT ;gﬂ), and AI;(ZP) represent the sequence coupling effects on

the opposite sequence voltages and currents. Note that il-index

refers to the positive sequence perturbations at frequency of

“f; + fy”, and i2-index implies the negative sequence perturba-
tions at frequency of ““ f; — f,”” respectively.

Further approximation have been used by neglecting the

effect of the sequence couplings in voltage (i.e. AVP@) =0,

AV;@)) ~ 0) and simplifying Equation (6) to Equation (7) [8—10,
19-21, 30]:

il il
i A]P(P) i A[P(”)
V. i’ pr 2
AVP@) AVW)
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This way, the admittance matrices indicate the DUT
response’s sensitivity to the presence of harmonic voltages at
the terminal of the DUT. Note that the sensitivity level depends
on the DUTs electrical components and control system [19-21,
20].
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2.6 | Thevenin impedance detivation

It is important to note that using voltage perturbation tests; the
impedances should be derived from the admittance matrices. In
this way, let’s consider that the Norton equivalent in Equation
(1) has a dual Thevenin equivalent as Equation (8)[14]:

il _ iogil i gi2 i1
Vo =2ply + 2l + Vi .
ViR =Z, L+ 2,07+ VG

Hence, the impedance can be derived from the admittance
matrices as follows:

i - Y
V. Vivi —yiyi
pptm = S pntap

i
Zl = T
" yiyi _yiyi
pptm = A pntap

- )

i _ PP
}/})P}/;ﬁ/ - Y;mY;/p

i
e
np Viyi —yiye
ppmm = L pntap

Furthermore, by neglecting the sequence couplings in current
components (i. g A];Jgﬂ) ~ 0, A];(ZP) ~ 0), the impedances would
be calculated directly from the voltage perturbations as follows:

i1
A AI/P(P) ;
ZPP = — = - Zﬂ ~0
Yl A[/l P
PP ()
; (10)
; 1 AT/;(n) ;
Zy=—=—2" 2,0
Y, AL

n(n)

However, omitting the current sequence couplings could add
considerable inaccuracy to the test results, especially in the case
of unbalanced systems [20]. This fact has been ignored in the
previous impedance measurement procedures [8—10, 19-22],
and [30].

As another option, the Thevenin impedance can be calculated
using current perturbation tests via an additional shunt current
source device in the test bench [18-25]. The impedance calcu-
lation procedure for current perturbation tests is given in the

Appendix A of this paper.

2.7 | Model validation or empirical modelling
applications

After finalising the perturbation tests for the chosen frequency
range and the model calculation procedure, the results can be
compared with the vendor models or simulation models. This

|
|
DUT
|
|
|
|
Measurements |
|
|
FIGURE 3 Example of voltage perturbation structure by a grid emulator
TABLE 1 Proposed specifications for small-signal perturbation tests
Specification h<h Jo=< i <2fy 2fo < fi < Simax)
7, range 0.4%—-0.6% 0.8%—1.2% 1.5%—2.5%
1, range 5%—8% 3%-5% 1%-3%
Min. frequency 9Hz Jot+1 2/
Max. fstep 2Hz 2Hz 2Hz
Power ref. (pu) 0.1,0.5,1.0 0.1,0.5,1.0 0.1,0.5,1.0
Test period (s) 3-11 3-11 3-11

way, the accuracy of the simulation models can be evaluated and
corrections can be applied [9].

Another application of the test results can be extracting the
empirical models. The empirical modelling refers to the model
calculation of black-box systems only based on the tests and
measurements. Therefore, it is assumed that there is no specific
information about the system (e.g. control or simulation model)
[9-11, 34]. In such cases, the aim of the tests is to detive the
multi-frequency model of the converter system for a reasonable
step-size (i.e. resolution) and frequency range [34]. The con-
verter model would be estimated for the frequencies between
the test steps to gain a higher resolution model.

3 | TECHNICAL RECOMMENDATIONS
FOR TRUSTWORTHY TEST RESULTS

Example structure of voltage perturbation tests using a grid
emulator is illustrated in Figure 3. Accordingly, the perturba-
tion voltage is added to the control reference signal of the grid
emulator converter to be emulated at the terminal of the DUT
[29-31]. In this part, the impacts of a grid emulator, DUT,
and measurement equipment on the test results are explained.
Accordingly, the perturbation test specifications are proposed
in Table 1. Note that the quantified specifications are verified
by the experimental test results demonstrated in Part IV.

3.1 | Impacts of the grid emulator on the test
results
3.1.1 | Control system of the grid emulator

In the test structure shown in Figure 3, the grid emulator can
be counted as a controlled voltage source interconnected with
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FIGURE 4  Small-signal equivalence of the interconnection between the
DUT and the grid emulator

the DUT convertet. The equivalent small-signal representation
of the interconnection between the DUT and the grid emulator
is illustrated in Figure 4. Accordingly, the grid emulator is repre-
sented by a Thevenin model, and a Norton equivalence depicts

the DUT at the frequency of f;. Note that Z & nd Z,m are pos-

itive and negative sequence impedances, respectlvely Z le and

195 .
Zy “' refer to the couphngs between the sequences. In addition,

10.\'

AV 0) and AV depict the equivalent perturbation ampli-

()
tudes. Note that A% };O(P) is only non-zero during the positive

sequence perturbation and A% s non-zero only during the

0
negative sequence perturbations. v

As shown in Figure 4, the grid emulator’s non-linear control
or hardware system can impose interactions and uncertainties
on the test results rather than an ideal voltage source. This issue
can be extended for any test device designed for perturbations.
Effects of the gtid emulator impedance on perturbation test
results have been investigated in [19, 30]. Accordingly, the cou-
pling impedances in the grid emulator (£, “ #0and 7, ) # 0)
would lead to different and inappropriate results for Voltage
and current perturbation tests [19]. The frequency couplings
can exist due to non-linear control, and sequence couplings can
be generated by asymmetries in a three-phase system [26, 34].
Therefore, the grid emulator should have a linear control and
symmetrical three-phase system to avoid different and doubtful
results. A closed-loop control system can impose non-linearity
and couplings in converters of a grid emulator. Therefore, this
paper recommends adjusting open-loop voltage set-points for
perturbations, as shown in Figure 3. In this way, the coupling
impedances and unwanted control interactions can be elimi-
nated. Typically, grid emulators’ short circuit ratio is relatively
higher than DUTs [27-30]; hence, linear and low amplitude
impedance for the grid emulator can be realised using open-
loop references for the voltage (1. and 1) Note that the
feed-backs for the protection measures in the test bench should
remain activated.

3.1.2 | Effect of grid emulatot’s output filter

The output filter of a grid emulator is required to limit its total
harmonic distortion (THD) within an acceptable range [27-30]
and [30]. However, the output filter can affect the voltage per-
turbation tests as well [30]. Assurning an open-loop control for
a grid emulator, Z & nd 7% n can be regarded as an RLC filter

impedance with cut—off frequency of f;oﬁﬂ Figure 5 illustrates
an example of an RLC filter impedance seen from its output

—12(pu)l

foott — IV V|
8

High impedance seen from DUT side‘

Filter amplification effect on V9° =

_ 6 pert 6 " E
2 N
T4 ~__ 4 =
[Low impedance seen from DUT side A
2 7 Filter attenuation effect on V¢ 2
- -
L \\\‘/
ol . B — —g
0 200 400 600 800 1000 1200 1400 1600 1800 2000
f(Hz)
FIGURE 5 Example of effects of a grid emulator’s RLC filter on

perturbation tests: Filter impedance seen from DUT side (Z(pu)), and voltage
gain on the perturbation voltage (17, /17 th)

terminal (|.Z(p#)|). This impedance depicts an example of a grid
emulator’s impedance seen from the DUT side during pertur-
bation tests. Accordingly, the DUT is exposed to a frequency-
dependent impedance with low amplitudes in low frequency
range and high amplitudes in high frequency range. Therefore,
high current flow is expected for low frequency range which
should be taken into account in the perturbation test specifica-
tions. Furthermore, very high impedance can lead to very low
current responses as such to be out of the measurement res-
olution. For an accurate impedance calculation, the amplitude
of the current response should be in a measurable range. There-
fore, the amplitude of the perturbations should be adjusted over
the testing frequency range.

Besides, an example of the filter effects on its input voltage
or the perturbation voltage (|7 /1 pm
According to the voltage gain plot, the output filter of a grid

) is shown in Figure 5.

emulator attenuates or eliminates the voltage perturbations with
frequencies higher than the cut-off frequency (i.e. fijff) This
fact limits the application of the grid emulator to the frequen-
cies less than ff;“. Furthermore, there could be voltage ampli-
[30]. In [30] it is
recommended to measure the grid emulator’s impedance before
connecting to the DUT and modify the perturbation ampli-
tudes accordingly.

It should be noted that the main interactions and non-linear

. . . 5
fication effects in the frequencies around fiff

impedance of a renewable energy generator (REG) occur in
the range of its control bandwidth [11]. Typically, the control
bandwidth of REGs is designed in the range of (f;iut < fidue /5y
[6=11]. Therefore, the perturbation frequency limitation of a
grid emulator can be neglected as long as it is able to inject up
0 fymax) (f/;“t < Sfhmax) < fdut/2). Besides, re-tuning the grid
emulator’s filter configuration (}ig;ff) can be a solution for per-
turbations in high frequencies.

3.1.3 | Background harmonic emissions from
grid emulator

Harmonic emissions from a grid emulator’s converters can
cause an additional error in the test results [30]. Hence, it is
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essential to include the initial emissions (or the initial condi-
tion without perturbation) in calculations, as suggested in Equa-
tions (4-0). In [37], a method is proposed to determine and
separate the emissions of the grid emulators for the extreme
conditions.

3.2 | Impacts of the DUT system

3.2.1 | Response current and voltage amplitudes
A perturbation may inevitably excite a resonance frequency or
near resonance frequency of a DUT system. In such cases, the
excessive voltage or current could present in the DUT response
[29, 30, 32]. On the other hand, the parallel impedance branch
of transformers and impedance of inductive components have
small amplitudes in low frequencies. Thus, the voltage perturba-
tion tests in very low frequencies would lead to high amplitudes
of current responses. The amplitude of the perturbation volt-
age should be kept in a standard permissible range. Similatly,
high amplitudes of voltage responses would be expected for
current perturbation tests in high frequencies. As a suggestion,
maximum permitted harmonic amplitudes and total harmonic
distortion (THD) levels for AC grids can be detived from IEC
61000-3-6 [35]. Accordingly, the maximum levels are dependent
on the system voltage level and the frequency of harmonics. The
acceptable ranges for voltage or current perturbation are rec-
ommended in Table 1. Within the given ranges, lower values are
recommended for high voltage test systems (17, > 30 kV).

322 |
system

Protection measures in 2 DUT’s control

In a DUT control system, there could be potential protection
measures for over-current, over-voltage, excessive THD, exces-
sive reactive power, high RMS voltage value, and fault contin-
gencies. Inappropriate perturbation tests can force the DUT
control system into an abnormal protection scheme and lead
to an inaccurate impedance measurement. Therefore, it is nec-
essaty to perform the tests within an acceptable range of ampli-
tude and duration for perturbations, which are recommended in
Table 1.

3.2.3 | Effective frequency range for perturbation
In general harmonic resonance issues would be considered up
to the switching frequency of REGs (or ﬁ;l,m) [11]. Consider-
ing Nyquist’s theorem in pulse-width modulation (PWM) tech-
niques, the harmonics above half of a converter’s switching fre-
quency would not be constructed in its output. Therefore, a
safe margin for the maximum frequency for perturbation tests
is (fhmax) < fdut 2. Furthermore, the electrical and digital fil-

tering in converter systems eliminates the harmonics above the
control bandwidth [6]-[11]. Therefore, the effective range of
the control system interactions is mainly up to around the con-
trol bandwidth [6—11]. Thus, for higher frequencies, the effec-
tive part would be only the PWM emissions and electrical com-
ponents, including transformer, converter switches, filters, and
generator. In summary the maximum perturbation frequency
would be chosen in the range of (f/i/“t < Jhmax) < )

The minimum voltage perturbation frequency is limited due
to the potentially high current responses, as mentioned in Part
III.A-1. According to this fact, different perturbation ranges
for sub-synchronous frequencies and minimum perturbation
frequency are given in Table 1. Besides, since most inter-
actions with phase-loop-locked (PLL) systems of converters
occur in the range of less than 2 £ [6—11], smaller frequency
steps and amplitudes are recommended for f, < 2 f;. More-
over, in Table 1, addressing the frequency steps is intended
to provide reasonable and practical resolutions for perturba-
tion tests. According to the impedance models provided in
the literature [5—11] and [17-21], sharp changes between 2 Hz
steps are expected to be rare. However, after achieving overall
impedance plots, specific resonance case studies would be per-
formed locally with smaller steps such as 1 Hz around a poten-
tial resonance frequency. Smaller perturbation frequency steps
would be used for deriving empirical models.

3.24 | DUT output power set-point

According to the state-of-the-art analytical models and vali-
dations in [5-10, 38, 39], the equivalent impedance of grid-
connected converters and wind turbines are dependent on its
output power (or current) references. This dependency can be
evaluated by testing in different power set-points. Therefore, it
is recommended to perform the perturbation tests at least for
two different power set-points. In Table 1, three different power
set-points are chosen to consider the effects of different opera-
tion points for REGs.

325 |

current

Stable phase angle between voltage and

A DUT’s response against a perturbation may consist of dynam-
ics over time, especially at the beginning of the injection due to
delays in the DUT’ control system response. Therefore, it is
recommended to consider a short settling period and use the
measurement data in the steady-state condition for admittance
and impedance calculations. A stable phase angle between volt-
age and current harmonics is a sign of the steady-state condi-
tion. Furthermore, averaging of calculations from a perturba-
tion period leads to more accurate results. In [14, 40], introduce
prevailing angle ratio (PAR) as a practical criterion for evaluat-
ing dynamics in a harmonic emission that can be used to assess
uncertainties in the DUT emission.
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3.3 | Impacts of the measurement system

3.3.1 | Measurement equipment resolution

In IEC 61000-4-7 standard [33], it is recommended to utilise
Class I measurement equipment for high precision applications.
Accordingly, the frequency components of current or voltage to
be measured would be in the range of “0.00002 pu up to 0.05
pu” [33]. Therefore, the accuracy of sensors and resolution of
data acquisition modules should be chosen properly to cover a
wide range of voltage and current amplitudes and frequencies.
The minimum resolution (REyiq(,) of the measurements in
per-unit (pu) can be calculated as:

Xmaxd (pn) Xmax.f
REmin(pﬂ) = < 2N (bits) ) <X ) (th

max/

where X (s tefers to the maximum amplitude that is
intended to be measured from a signal and N(bits) depicts the
number of bits in the data acquisition modules. X, is the
maximum analogue signal that a sensor can transfer to the data
acquisition module and X[, is the actual maximum analogue
signal that the sensor is used to transmit. Note that X, is
based on the sensor data-sheet, while X ,,, is based on the
actual application and equipment design. For instance, consider
a data acquisition module with 18-bits resolution dedicated to
measure up to 1.2 pu of a signal X, and an analogue sensor with
maximum output of 0.2 V which is used to transmit maximum
0.18 V in response to the 1.2 pu of the signal X. According to 11,
the minimum resolution would be RE iy (5, = 5 X 1076 pu.

3.3.2 | Noise level consideration

Harmonic spectrum and DFT plots can illustrate the level of
noise. In this way, the trustworthy data would be the values
that are at least 20 times higher than the minimum resolution
of measurement equipment (95% accuracy) [33]. For exam-
ple, if the minimum resolution of measurement equipment was
5% 107° pu, then the values higher than 100 X 107° pu could
be used in the calculations with a high level of accuracy. Accord-
ing to IEC 61000-4-7 [33], Class I measurement equipment
should have a maximum error of “+0.05% pu” for voltage mea-
surements and “+0.15% pu” for current measurements in the
small-signal range. Nowadays, more precise instruments have
been used in the state-of-the-art test sites [29, 30].

4 | EXPERIMENTAL VERIFICATION OF
THE PROPOSED TEST METHODOLOGY

The experimental single-tone voltage perturbation tests ate pet-
formed by a 7 MVA grid emulator with 13.8 kV rated volt-
age at national renewable energy laboratory (NREL) Colorado,
Golden, USA [9, 29]. The structure of the test bench is shown in
Figure 3. The perturbation tests are performed on a 2 MVA PV
converter and a 2 MVA Type 3 WT with three-phase balanced

systems. Since, the structure of a Type 4 WT is similar to a PV
converter, a general specification for converter-based renew-
able energy generators (REG) could be derived. The calcula-
tions are performed on instantaneous time-series measurement
data from the terminal of WTs according to the proposed test
methodology in Figure 2. The measurement equipment consists
of 24-bits resolution and 50 k sample-per-second-per-channel
(50 k S/s/channel) sample rate [29]. The frequency spectrum
of the measured data is calculated by disctete Fourier trans-
form (DFT) with 1 s frame window to achieve 1 Hz resolu-
tion according to IEC 61000-3-6 [35]. The perturbation tests
are used for the verification of the proposed methodology by
the following steps:

4.1 | Single-tone voltage perturbation tests to
verify the proposed specifications

A group of single-tone perturbation tests is performed for the
positive and negative sequences from 3 Hz up to 1 kHz. The
tests are done for a 2 MVA PV converter and a 2 MVA Type 3
WT. The discrete Fourier transforms (DFT) of the experimen-
tal tests on the PV converter are given in Figure 6. Accordingly,
Figure 6(a,b) illustrate the harmonic spectrum of normal opera-
tion condition without any perturbation (I, ) and 7, ,))-
Furthermore, Figure 5(c,d) illustrate the harmonic spectrum for
positive sequence perturbations (1, and /). Note
that the current response at each frequency is given for the
same frequency of perturbation respectively and depicted by cit-
cle signs. Besides, the open-loop reference values (1% and 2%)
are shown in the voltage spectrum. Accordingly, the emission
effects around fundamental frequency are noteworthy, espe-
cially at 59 Hz with an amplitude of 5%. As mentioned in Part
3.2.3, this is mostly due to the grid emulator’s initial emissions,
which should be considered in the calculations. Moreover, in
Figure 6(c), the attenuation effect of the grid emulator’s output
filter is visible for frequencies higher than 900 Hz, as explained
in Part 3.2.2. Therefore, the gtid emulatot’s efficient applica-
tion with the existing filter structure would be in the range of
less than 1 kHz. Besides, high current responses are observed in
the sub-synchronous range (up to 0.085 pu for 9 Hz). Similatly,
Figure 6(c,f) demonstrate the positive and negative sequence
voltages and currents for negative sequence voltage perturba-
tion (I, and 7, (). Accordingly, the maximum current
response has occurred in 5 Hz with an amplitude of 0.086 pu
against 1% voltage perturbation.

Besides, the experimental voltage perturbation test results
for a 2 MVA Type 3 wind turbine are demonstrated in Fig-
ure 7. Accordingly, the positive and negative voltage and current
are illustrated for positive sequence perturbation tests (17,
and /,,_ (). The open-loop perturbation voltage references are
given along with the measured values from the point of connec-
tion (Ip0c)) in Figure 7(a). Note that in this study case, the
voltage perturbation at 59 Hz is applied in reverse with the grid
emulator’s emission. As a result, the voltage amplitude is main-
tained near a 1% value. Similar to Figure 6(c), the attenuation
effect of the grid emulator’s filter is observed in Figure 7(a)
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Comparison of admittance calculations for the 2 MVA PV converter with (Equation (6)) and without (Equations (2) and (7)) considering the

sequence couplings, and with (Equations (6) and (7)) and without (Equation (2)) considering initial emissions

for frequencies higher than 900 Hz. It is noteworthy to men-
tion that in the case of Type 3 WT, an amplification effect is
observed in the range 500 to 800 Hz. This effect is caused by
the WT mostly; since it has not been observed in the tests for
the PV converter in Figure 6(c).

4.2 | Comparison of different simplifications
in admittance and impedance calculation

The admittance matrices for the PV converter are calculated
using Equation (6) and compared with the simplifications in
Equations (2) and (7) in terms of couplings and initial emissions,
as demonstrated in Figure 8. The amplitude and phase angle
of admittance matrices are provided. A considerable difference
has been observed in the range of less than 60 Hz for Y),,_,,
and Y),_,, plots. In addition, considerable errors are detected
in coupling admittance (Y),—j, and Y},_,,) in the range of less
than 100 Hz. Thus, the couplings and initial emissions effects
should be considered in the calculations using 6.

Furthermore, the derivation of the impedance matrices using
different equations are illustrated in Figure 9. Accordingly,
Zyp6,9) stands for calculation of the impedance using Equa-
tions (6) and (9) without simplification. 27,9y implies the
calculations using Equations (7) and (9) with neglecting effects
of coupled components in admittance calculations. In addi-
tion, Zycq.10) implies the impedance calculations using Equa-

tion (10) with neglecting effects of coupled components in
both admittance and impedance calculations. Thus, to achieve
the most accurate impedance values, it is necessary to include
the effects of the couplings in the calculations of admittance
and impedance, even for a balanced system due to asymmetri-
cal control.

5 | CONCLUSION

Despite the effectiveness of the impedance-based analysis for
harmonic interaction studies, the necessity of a trustworthy
test methodology for impedance model validation has been
neglected in the literature. This paper proposed a general har-
monic model validation test methodology for converter-based
renewable energy generators using small-signal perturbation
in the sequence domain. Furthermore, the technical specifica-
tion (summarised in Table 1) and recommendations for trust-
worthy tests were provided. The technical recommendations
include impacts of the device under test, grid emulator, and
measurement equipment. The capability of the grid emulator
in performing the perturbation tests is regarded as the main
challenge.

The experimental verification of the test methodology is pet-
formed using a 7 MVA grid emulator on a 2 MVA PV con-
verter and a 2 MVA Type 3 WT. The perturbation test speci-
fications are derived from the MW-scale experiments. This way,
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the application of a converter-based grid emulator for multi-
frequency model validation purposes is verified and secured.
Besides, the effects of simplifications in the model calculations,
including effects of initial emissions and couplings, ate investi-
gated. Accordingly, the frequency and sequence couplings exist
even in a balanced three-phase DUT system due to the asym-
metrical control, especially in low-frequency ranges. Further-
more, the initial emissions may not be important in the har-
monic stability studies but rather effective on the accurate cal-
culation of the small-signal models. The evaluation of multi-
tone perturbation tests and the assessment of the perturbation
tests on networked converter systems are left out for future
works.
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APPENDIX A: IMPEDANCE CALCULATION
BASED ON CURRENT PERTURBATION
TESTS

The Thevenin equivalent can be calculated based on Equa-

tion (8) and using three different measurement data, including

without perturbation, positive and negative sequence current
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perturbations as follows:
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Note that il-index refers to the positive sequence current
perturbations at frequency of “f; + f;”, and i2-index implies
the negative sequence current perturbations at frequency of
“f; — fo” respectively. A sign refers to the changes caused by
positive and negative sequence single-tone current perturba-
tions. %) and ];(2’0 refer to positive and negative sequence
single-tone current injections respectively. The Equation (A.1)
can be simplified by neglecting the effects of voltage responses

. . . i 2 .
on currents in coupled frequencies (i. g A[;@ ~ 0, Al 0~ 0)
as follows:
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